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Holder
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Button Door
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5 conductor shielded 22 GA
maximum distance 500’

Door
4

Door
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Door
2

Door
8

Door
7

Door
6

Door
5

1 pr 22GA

1 pr 22GA

1 pr 18GA

 2 - 16.5V 37VA
or

2 - 16V 40VA
Transformers
(not supplied)

Backup Battery (not supplied)

16 Auxiliary Alarm Inputs

A CB-485 or CPB-10
is required for each
controller when more
than 1 panel is in the
communication loop. 

Multiple Control
Interface - CPB-10

Ribbon Cable

CA 8000 - 8 Reader Control

5 conductor shielded 22 GA
maximum distance 2000’

Direct Connection RS232
5 conductor shielded 22 GA
maximum distance 100’

To Remote SitesModem
(MC33H)

or 
LAN/WAN
Interface

(NETCOM2)

Optional
32 or 64

Supervised
Inputs

AL-32 or AL-64

Optional 
 Auxiliary

Ouput Relays
OCB-8

Telephone Line
or LAN/WAN

8 Auxiliary
Ouput Relays

Supports
8 Keypads
(WSSKP1)


